9.0 Accessible Transient Lodging
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9. | ACCESSIBLE TRANSIENT
LODGING.

(1) Except as specified in the special techni-
cal provisions of this section, accessible tran-
sient lodging shall comply with the applicable
requirements of 4.1 through 4.35. Transient
lodging includes facilities or portions thereof
used for sleeping accommodations, when not
classed as a medical care facility.

9.1 Hotels, Motels, Inns, Boarding
Houses, Dormitories, Resorts and
Other Similar Places of Transient

Lodging.

9.1.1 General. All public use and common
use areas are required to be designed and
constructed to comply with section 4
{Accessible Elements and Spaces: Scope
and Technical Requireiments).

EXCEPTION: Sections 9.1 through 9.4 do
not apply to an establishment located within
a building that contains not more than five
rooms for rent or hire and that is actually
occupied by the proprietot of such establish-
ment as the residence of such proprietor.

9.1.2 Accessible Units, Sleeping Rooms,
and Suites. Accessible sieeping rooms or
suites that comply with the requirements of
9.2 (Requirements for Accessible Units, Sleep-
ing Rooms, and Suites) shall be provided in
conformance with the table below. In addt-
tion, in hotels, of 50 or more sleeping rooms
or suites, additional accessible sleeping rooms
or suites that include a roll-in shower shall
also be provided in conformance with the table
below. Such accommodations shall comply
with the requirements of 9.2, 4.21, and Figure
57(a) or (b).




